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GENERAL NOTES  1. THE LOCATIONS AND ELEVATIONS OF ALL EXISTING UTILITIES SHALL BE CONSIDERED APPROXIMATE AND THE LOCATIONS AND ELEVATIONS OF ALL EXISTING UTILITIES SHALL BE CONSIDERED APPROXIMATE AND MUST BE VERIFIED BY THE CONTRACTOR PRIOR TO ANY CONSTRUCTION. ANY DISCREPANCIES IN THE LOCATION OF ANY UTILITIES SHOWN OR ENCOUNTERED DURING CONSTRUCTION SHALL BE REPORTED TO THE ENGINEER.  2. THE CONTRACTOR SHALL CALL DIG-SAFE 72 HOURS PRIOR TO CONSTRUCTION TO INFORM UTILITY THE CONTRACTOR SHALL CALL DIG-SAFE 72 HOURS PRIOR TO CONSTRUCTION TO INFORM UTILITY COMPANIES OF ANY EXCAVATION ADJACENT TO EXISTING UTILITIES.  3. THE CONTRACTOR SHALL NOTIFY THE OWNER, UTILITY COMPANIES, POLICE, FIRE AND DPW PRIOR TO THE CONTRACTOR SHALL NOTIFY THE OWNER, UTILITY COMPANIES, POLICE, FIRE AND DPW PRIOR TO ANY BLASTING. 4. WHENEVER EXISTING STRUCTURES ARE ENCOUNTERED, THE CONTRACTOR SHALL REPAIR ANY DAMAGED  WHENEVER EXISTING STRUCTURES ARE ENCOUNTERED, THE CONTRACTOR SHALL REPAIR ANY DAMAGED  STRUCTURES OR REPLACE ANY REMOVED STRUCTURES, AND MAKE ANY IMPROVEMENTS ABOVE OR BELOW GRADE TO A CONDITION BETTER THAN OR EQUAL TO EXISTING CONDITIONS.  5. THE CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSAL OF ALL WASTE MATERIAL AT AN APPROVED THE CONTRACTOR SHALL BE RESPONSIBLE FOR DISPOSAL OF ALL WASTE MATERIAL AT AN APPROVED SITE.  BURIAL OF WASTE MATERIAL ON-SITE IS NOT PERMITTED.  6. THE CONTRACTOR SHALL PROTECT ADJACENT PROPERTIES FROM ON-SITE CONSTRUCTION ACTIVITIES THE CONTRACTOR SHALL PROTECT ADJACENT PROPERTIES FROM ON-SITE CONSTRUCTION ACTIVITIES AND  REMOVE ANY SEDIMENT OR DEBRIS DEPOSITED THEREON IMMEDIATELY.  7. DRAINAGE GENERATED AS A RESULT OF DEWATERING SHALL BE DISCHARGED TO EXISTING DRAINAGE DRAINAGE GENERATED AS A RESULT OF DEWATERING SHALL BE DISCHARGED TO EXISTING DRAINAGE COURSES WITH PROPER FILTRATION AND  EROSION CONTROL MEASURES. DISCHARGE ONTO PAVEMENT OR PRIVATE PROPERTY SHALL NOT BE ALLOWED.  8. IF ANY PART OF THIS DESIGN IS TO BE ALTERED IN ANY WAY, THE ENGINEER AS WELL AS THE IF ANY PART OF THIS DESIGN IS TO BE ALTERED IN ANY WAY, THE ENGINEER AS WELL AS THE APPROVING AUTHORITIES SHALL BE NOTIFIED IN WRITING BEFORE CONSTRUCTION.  9. ONLY THOSE PLANS APPROVED BY THE CITY OF BEVERLY ARE TO BE USED FOR CONSTRUCTION.  ONLY THOSE PLANS APPROVED BY THE CITY OF BEVERLY ARE TO BE USED FOR CONSTRUCTION.  10. GRANULAR FILL SHALL BE NON-PLASTIC, WITH LESS THAN 10% PASSING #200 SIEVE.  GRANULAR FILL SHALL BE NON-PLASTIC, WITH LESS THAN 10% PASSING #200 SIEVE.  11. UNLESS OTHERWISE NOTED, COMPACT ALL LAYERS TO 95% MODIFIED PROCTOR.  UNLESS OTHERWISE NOTED, COMPACT ALL LAYERS TO 95% MODIFIED PROCTOR.  12. ALL WATER, SEWER, AND DRAINAGE WORK SHALL COMPLY WITH THE CITY OF BEVERLY REQUIREMENTS.  ALL WATER, SEWER, AND DRAINAGE WORK SHALL COMPLY WITH THE CITY OF BEVERLY REQUIREMENTS.  ALL WORK WITHIN 10' OF THE PROPOSED RESIDENCE TO CONFORM TO MASSACHUSETTS BUILDING CODE, AND ANY LOCAL BOARD OF HEALTH SUPPLEMENTARY REGULATIONS.  13. THE CONTRACTOR SHALL BE RESPONSIBLE FOR HORIZONTAL AND VERTICAL CONTROL OF ALL SYSTEM THE CONTRACTOR SHALL BE RESPONSIBLE FOR HORIZONTAL AND VERTICAL CONTROL OF ALL SYSTEM COMPONENTS.  14. SAFETY MEASURES, DAY-TO-DAY CONTROL OF WORK AND CONSTRUCTION METHODS SHALL BE THE SAFETY MEASURES, DAY-TO-DAY CONTROL OF WORK AND CONSTRUCTION METHODS SHALL BE THE SOLE RESPONSIBILITY OF THE CONTRACTOR.  15. PLACE 4" LOAM AND SUNNY LAWN SEED MIXTURE (200 LB/ACRE), STARTER FERTILIZER, LIME AS PLACE 4" LOAM AND SUNNY LAWN SEED MIXTURE (200 LB/ACRE), STARTER FERTILIZER, LIME AS REQUIRED OVER ALL DISTURBED AREAS.  PROVIDE EROSION CONTROL SEED MIX AND BLANKETS ON 2:1 (H:V) EMBANKMENTS SLOPES.  SEED MIX TO BE NEW ENGLAND EROSION CONTROL/RESTORATION FOR MOIST SITES BY NEW ENGLAND WETLANDS PLANT, INC. OR APPROVED EQUAL.       16. IN CASES WHERE LEDGE OR BOULDERS ARE PRESENT, THE ENGINEER WILL NOT BE RESPONSIBLE FOR IN CASES WHERE LEDGE OR BOULDERS ARE PRESENT, THE ENGINEER WILL NOT BE RESPONSIBLE FOR ASSURING THE AMOUNT OF ROCK TO BE ENCOUNTERED. 17. CONTRACTOR TO PROVIDE INDIVIDUAL WATER, SEWER, GAS, ELECTRICAL, TELEPHONE, AND CABLE CONTRACTOR TO PROVIDE INDIVIDUAL WATER, SEWER, GAS, ELECTRICAL, TELEPHONE, AND CABLE BUILDING SERVICES TO LOT LINE DURING THE CONSTRUCTION OF THE ROADWAY.  18. PRIOR TO SITE WORK START-UP/DEMOLITION AND DURING SITE CONSTRUCTION, THE CONTRACTOR PRIOR TO SITE WORK START-UP/DEMOLITION AND DURING SITE CONSTRUCTION, THE CONTRACTOR SHALL EMPLOY A LICENSED PEST CONTROL FIRM FOR SITE EVALUATION AND SERVICES.  A COPY OF THE SERVICE PROGRAM IS TO BE SENT TO THE CITY OF BEVERLY HEALTH DEPARTMENT. 19. SHOULD THE RODENT POPULATION BE DISPLACED (LEAVE ITS NATURAL HABITAT) BECAUSE OF LAND SHOULD THE RODENT POPULATION BE DISPLACED (LEAVE ITS NATURAL HABITAT) BECAUSE OF LAND DEVELOPMENT, THEN THE DEVELOPER MUST BEAR THE RESPONSIBILITY TO ABATE THE RODENT MIGRATION PROBLEM.  THIS SERVICE MUST ADEQUATELY SOLVE THE PROBLEM AND MUST BE COMPLETED AT THE EXPENSE OF THE DEVELOPER.  20. BEFORE THE DISPOSAL OF SOIL OR SOLID FILL IS INTRODUCED TO THE SITE FROM OFF-SITE BEFORE THE DISPOSAL OF SOIL OR SOLID FILL IS INTRODUCED TO THE SITE FROM OFF-SITE LOCATIONS, A VALID SITE ASSIGNMENT FROM THE BEVERLY BOARD OF HEALTH MUST BE OBTAINED.  21. CITY OF BEVERLY REQUIRES THAT FERTILIZERS UTILIZED FOR LANDSCAPING AND LAWN CARE SHALL BE CITY OF BEVERLY REQUIRES THAT FERTILIZERS UTILIZED FOR LANDSCAPING AND LAWN CARE SHALL BE SLOW RELEASE, LOW-NITROGEN TYPES (<5%) AND PHOSPHOROUS FREE, AND SHALL NOT BE USED WITHIN 25-FT OF A WETLAND RESOURCE AREA.   22. CITY OF BEVERLY REQUIRES THAT PESTICIDES, FUNGICIDES, AND HERBICIDES SHALL NOT BE USED CITY OF BEVERLY REQUIRES THAT PESTICIDES, FUNGICIDES, AND HERBICIDES SHALL NOT BE USED WITHIN 100-FT OF A WETLAND RESOURCE AREA.  
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SNOW DISPOSAL NOTES: 1. SNOW WILL BE STOCKPILED ON-SITE WITHIN OPEN SPACE AREAS UNTIL STOCKPILE AREAS BECOME A SNOW WILL BE STOCKPILED ON-SITE WITHIN OPEN SPACE AREAS UNTIL STOCKPILE AREAS BECOME A HAZARD TO THE DAILY OPERATION OF THE SITE.  AT THIS POINT SNOW IS TO BE DISPOSED OF AT AN OFF-SITE LOCATION. 2. THE HIRED SNOW REMOVAL CONTRACTOR IS RESPONSIBLE TO PROPERLY DISPOSE OF TRANSPORTED THE HIRED SNOW REMOVAL CONTRACTOR IS RESPONSIBLE TO PROPERLY DISPOSE OF TRANSPORTED SNOW ACCORDING TO THE MASSACHUSETTS DEP, SNOW DISPOSAL GUIDELINES AND ALL APPLICABLE LAWS AND REGULATIONS.
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UTILITY NOTES: 1. ALL WATER LINES ARE TO BE INSTALLED WITH A MINIMUM OF FIVE FEET OF COVER AND A MAXIMUM OF SIX ALL WATER LINES ARE TO BE INSTALLED WITH A MINIMUM OF FIVE FEET OF COVER AND A MAXIMUM OF SIX FEET OF COVER EXCEPT AS NOTED, DETAILED OTHERWISE, OR REQUIRED BY THE CONTROLLING MUNICIPAL AUTHORITY.  A VARIATION IN THESE DEPTHS IS PERMITTED (IF ALLOWED BY CONTROLLING MUNICIPAL AUTHORITY) WHERE REQUIRED TO AVOID CONFLICTS WITH OTHER UTILITIES.  HOWEVER, CONTRACTOR IS REQUIRED TO INSTALL WATER LINES AND APPURTENANCES IN ACCORDANCE WITH LOCAL REQUIREMENTS OF THE CONTROLLING MUNICIPAL AUTHORITY, INCLUDING BUT NOT LIMITED TO CLEARANCES, BEDDING, BACKFILL, INSULATION, ETC.  ANY VARIATION FROM THE PLAN LAYOUT MUST BE BROUGHT TO THE ATTENTION OF THE ENGINEER PRIOR TO INSTALLATION.   2. ALL WATER LINE FITTINGS, TEES, ETC. SHALL BE RESTRAINED WITH CONCRETE THRUST BLOCKS, MEGALUG ALL WATER LINE FITTINGS, TEES, ETC. SHALL BE RESTRAINED WITH CONCRETE THRUST BLOCKS, MEGALUG RESTRAINED JOINTS, BOLTED-FLANGED CONNECTION OR TIE-RODS.  PROVIDE JOINT RESTRAINT DETAILS TO ENGINEER PRIOR TO CONSTRUCTION FOR REVIEW AND APPROVAL. 3. A MINIMUM OF 10 FEET CLEAR HORIZONTAL SPACE SHALL BE MAINTAINED BETWEEN SANITARY SEWER A MINIMUM OF 10 FEET CLEAR HORIZONTAL SPACE SHALL BE MAINTAINED BETWEEN SANITARY SEWER MAINS AND WATER MAINS.  WHENEVER CONDITIONS PREVENT A LATERAL SEPARATION OF 10 FEET TO A WATER MAIN, THE WATER MAIN SHALL BE LAID IN A SEPARATE TRENCH AND THE ELEVATION THE CROWN OF THE SEWER SHALL BE AT LEAST 18 INCHES BELOW THE INVERT OF THE WATER MAIN (SEE SALEM ENGINEERING RULES & REGULATIONS SECTION 1.A.II.t).     4. ALL WATER MAINS 4" OR LARGER SHALL BE CEMENT LINED DUCTILE IRON - CLASS 52, AND SHALL BE ALL WATER MAINS 4" OR LARGER SHALL BE CEMENT LINED DUCTILE IRON - CLASS 52, AND SHALL BE INSTALLED WITH APPROPRIATELY SIZED FITTINGS AND GATE VALVES. 5. PRESSURE AND LEAKAGE TEST, DISINFECTION AND FLUSHING SHALL BE IN ACCORDANCE WITH ALL LOCAL PRESSURE AND LEAKAGE TEST, DISINFECTION AND FLUSHING SHALL BE IN ACCORDANCE WITH ALL LOCAL MUNICIPAL STANDARDS AND REQUIREMENTS.  CONTRACTOR SHALL BE RESPONSIBLE FOR ALL COSTS IN CONNECTION WITH UTILITY TESTS, FLUSHING AND INSPECTION AS REQUIRED BY THE LOCAL MUNICIPALITY. 6. ALL GRAVITY SEWER PIPES SHALL BE POLYVINYL CHLORIDE PIPE (PVC) SDR35 UNLESS NOTED OTHERWISE. ALL GRAVITY SEWER PIPES SHALL BE POLYVINYL CHLORIDE PIPE (PVC) SDR35 UNLESS NOTED OTHERWISE. 7. A MINIMUM OF 18" CLEARANCE SHALL BE MAINTAINED WHERE WATER MAINS CROSS STORM DRAIN LINES. A MINIMUM OF 18" CLEARANCE SHALL BE MAINTAINED WHERE WATER MAINS CROSS STORM DRAIN LINES. 8. WHENEVER SEWERS MUST CROSS UNDER WATER MAINS AND/OR SERVICES, THE CROWN OF THE SEWER WHENEVER SEWERS MUST CROSS UNDER WATER MAINS AND/OR SERVICES, THE CROWN OF THE SEWER SHALL BE LAID  AT LEAST 18-INCHES BELOW THE BOTTOM OF THE WATER LINE.  WHEN THE ELEVATION OF THE SEWER CANNOT BE VARIED TO MEET THIS REQUIREMENT, THE WATER MAIN SHALL BE RELOCATED TO PROVIDE THIS SEPARATION OR RE-CONSTRUCTED WITH MECHANICAL-JOINT PIPE FOR A DISTANCE OF 10-FT ON EACH SIDE OF THE SEWER.  ONE FULL LENGTH OF WATER MAIN AND/OR SERVICES SHALL BE CENTERED OVER THE SEWER SO THAT BOTH JOINTS WILL BE AS FAR FROM THE SEWER AS POSSIBLE (SEE SALEM ENGINEERING RULES & REGULATIONS SECTION 1.A.II.u).   9. GAS SERVICE LOCATIONS SHALL BE DETERMINED BY THE GAS COMPANY.  THE CONTRACTOR SHALL GIVE GAS SERVICE LOCATIONS SHALL BE DETERMINED BY THE GAS COMPANY.  THE CONTRACTOR SHALL GIVE THE GAS COMPANY ADVANCE NOTICE OF WHEN THE GAS LINE CAN BE INSTALLED.  THE CONTRACTOR IS RESPONSIBLE FOR ALL COORDINATION, EXCAVATION, BACKFILL AND COMPACTION FOR THE GAS LINE.     10. ELECTRICAL AND TELEPHONE SERVICES SHALL BE COORDINATED AND SCHEDULED WITH THE APPROPRIATE ELECTRICAL AND TELEPHONE SERVICES SHALL BE COORDINATED AND SCHEDULED WITH THE APPROPRIATE UTILITY COMPANY SERVICING THE PROJECT SITE. 11. ALL PIPING WITHIN 10' OF THE BUILDING SHALL CONFORM TO MASSACHUSETTS BUILDING CODE, PLUMBING ALL PIPING WITHIN 10' OF THE BUILDING SHALL CONFORM TO MASSACHUSETTS BUILDING CODE, PLUMBING CODE, OR ELECTRICAL CODE, AS APPROPRIATE. 12. ALL UTILITY WORK TO MEET CITY OF BEVERLY OR UTILITY PROVIDER REQUIREMENTS.  CONTRACTOR TO ALL UTILITY WORK TO MEET CITY OF BEVERLY OR UTILITY PROVIDER REQUIREMENTS.  CONTRACTOR TO COORDINATE WITH UTILITY COMPANY AS NEEDED TO ENSURE FUNCTIONING, COMPLIANT SYSTEMS ARE INSTALLED IN A TIMELY MANNER. 
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